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Kwdikég AvdAuong:
Code of analysis:

Mpog:

To:

Apuodiog
Representative:

AigvBuvon / TnAépwvo:
Address:

Meprypagn Aciyparog:
Sample Description:

Hplvia MapaAafig:
Date of sample receipt:

Kartdotaon Aciyparog - lMoooétnra:

Condition of sample - quantity:

O¢epuokpacia Trapalapig:
Temperature of sample on receipt:

Hu/via avaAuong:
Date of analysis:

Aig§aywyn avaAloewv:
The analysis took place at:

A&io6TIPOI KUpIOI,

EKOEZH ANAAYZHZ NEPOY
REPORT OF WATER ANALYSIS
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AE.Y.A. ZIKYQNIQN
D.E.Y.A. SIKYONION

K. Av. Koutooukog
Mr. An. Koutsoukos

EOvikAg AvTioTdoewg 29, KidTo, 202 00 - 2742026490
Kiato, Korinthia, Greece

NEPO_KENTPO YTEIAZ KIATOY
WATER_HEALTH CENTER KIATO

7/8/2018

KavovikA (Regular)
12°C

7/8/2018 - 10/8/2018

EpyaoTtipio CADMION
CADMION Laboratory

O@eiloupe va 0Og EVNUEPWOOUNE OTI TO avwTEPW Ociyua TTou TTapaAdBaue oTo EpyacTrpid Pag, avaAuoni
oUPQWVa PE TIG HEBODOUG TTOU avaypAPOVTal OTOV TTIVOKO ATTOTEAEOUATWY TTOU OKOAOUBEI.

Dear Sirs,

We would like to inform you that the above sample that we had received, was analyzed according to the methods reported tc

the following table.

A=IOAOIrHzH BAZEI NOMOOGEZzIAZ
EVALUATION ACCORDING TO LEGISLATION

To deiypa, cuppwva pe o PEK 3282/B/19.09.2017 yia Tnv "MoidéTnTa TOU
vepoU avBpwTrivng KatavaAwong”, sivai:

The sample, according to the Greek legislation (JOURNAL OF THE HELLENIC
REPUBLIC 3282/B/19.09.2017, in accordance to Council Directive 98/83/EC) concerning

"Water quality for human consumption”, is:

Ev1é6g Twv Tpodiaypapwyv

In compliance

H dciypatoAnyia €yive, cup@wva pe Tnv odnyia epyaciag 01015, amwo:
Sampling was conducted, according to operation instruction 01015, from:

MpoowTTIKO TOU TTEAATN
Customer personnel

O XOopaKTNPIOUOG EVTOG/EKTOG TTPOBIAYPAPWY avapépeTal HOVO OTIG TTAPANETPOUG TTOU avaAubnkav.
In compliance/Not in compliance refers only to the performed tests.

E 3311

H 31e00uvon Tou gpyaoTnpiou
The manager of the laboratory

Fld\}vﬁr; _I\”i;(Kag - CEO
Yannis Ligas - CEO
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CADMION

ANAAYTIKO "EPTAITHPIO

Aokmég
Ap. MioT. 129-4
MINAKAZ ANMOTEAEZMATQN
RESULTS TABLE
XHMIKH ANAAYZH
CHEMICAL ANALYSIS
NMAPAMETPOZX AMOTEAEZMATA | MONAAEZ OPIA MEG®OAOZ ANAAYZHE
Parameter Results Units Limits Method of Analysis
pH * Hovadeg pH ] APHA 4500-H:2012, 22nd
oH 7.5 (25.60C) 6.5-9.5 Edition
Aywyipyotnrta(20°C) * APHA 2510:2012, 22nd
Conductivity (20°C) 822 uS/em 2500 Edition
OoAepoTtnTa APHA 2130:2012, 22nd
Turbidity 0.01 FTU - Edition
OAIkA ZkAnpoTNTA APHA 2340:2012, 22nd
Total Hardness 390 mg CaCO3/L - Edition
2kAnpoéTtnTa AoBeoTtioyCa) *
Calcium Hardness (Ca) 122 mg/L - APHA 3500-Ca-B
ZkAnpoTnTa MayvnoioyMg) *
Magnesium Hardness (Mg) 21 mg/L - APHA 3500-Mg-B
Xpwpa 4.6 Hz - APHA 2120 C:2012
Colour . :
XAwpioUxa (CI) *
Chlorides (Cl) <25 mg/L 250 MERCK 14897
XAwpio(YoAgiypartikd
Chlorine (residual) <0.10 mg/L - MERCK 00599
NiTpik& (NO3) *
Nitrates (NO3) 24 mg/L 50 MERCK 14773
NiTpwdn(NO2) *
Nitrites (NO2) <0.050 mg/L 0.50 MERCK 14776
Appwvio(NH4) *
Ammonium (NH4) 0.42 mg/L 0.50 MERCK 14752
z|6m|>:)§(Fe) <9 ug/L 200 MERCK 14761
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CADMION @YED

ANAAYTIKO 'EPTAITHPIO

o
Ap. M. 1264
MINAKAZ ANMMOTEAEZMATQN
RESULTS TABLE
Juvéyeia amd mponyoduevn oeAida - Continuing from previous page
MIKPOBIOAOTIIKH ANAAYZH
MICROBIOLOGICAL ANALYSIS
NMAPAMETPOZX ANMOTEAEZMATA | MONAAEX OPIA MEGOAOZ ANAAYZHEZ
Parameter Results Units Limits Method of Analysis
Ap1Ouég AtTrolkKiwyv 0TOUG22C * , . _
Aerobic Colony Count at 22°C 0 cfu/mL Aveu peTaBoAng ISO 6222:1999
Ap1Bpég amoikiwv oTougd7°C * , . _
Aerobic Colony Count at 37°C 0 cfu/mL Aveu peTaBoAng ISO 6222:1999
OAIkd KoAoBakTnplogidij _
Total Coliforms 0 cfu/100mL 0 1ISO 9308-1:2014
Eslgslézglrtiﬁli: ggl(l 0 cfu/100mL 0 1SO 9308-1:2014
Evrepokokkof fu/100mL 0 ISO 7899-2:2000
Intestinal Enterococci 0 cu m -

* O1 ouykekpipéveg péBodol gival evrog Tou ediou SiatrioTeuong Tou epyacTtnpiou kard EAOT EN ISO/IEC 17025:2005 (ApiBuog
MoToTmroinTikoU: 129-4/07.12.2017). H apxikn Siamrioteuon xopnyndnke orig 09.06.2003.

Specified methods are in the current scope of accreditation of CADMION Laboratory, under the terms of the ELOT EN ISO/IEC
17025:2005 standard (Certificate Number: 129-4/07.12.2017). The Hellenic Accreditation System granted CADMION Laboratory the first
accreditation certificate on 09.06.2003.

APHA: American Public Health Association, American Water Works Association, Water Environment Federation, "Standard Methods for the Examination of
Water and Wastewater, 21st Edition 2005.

MERCK: Internal validated method based on MERCK method with the given code.

MNa 1o gpyaoTiipio , O avaAuTig
For the laboratory, The analyst

Anpoyépovra KAeiw - BioAdyog
Dimogeronta Kleio - Biologist

Ta amroteAéopara apopouv pévo ota avaAubBévra deiypara. To Trapov évrutro dev arroTteAei Eykpion mpoidvTog amd Tnv KAAMION.
The results concern only the analyzed samples. This report is not an approval for the product by CADMION.

To mapov éviutro avaAuong Sev eMITPETTETAI VA avaTrapayxBei Xwpig Tn ypaTrTh £yKPION TOU EPYACTNPIOU, TTapd JOVo o€ TTARPN HOP®N.
This report of analysis cannot be reproduced without the written approval of CADMION Laboratory, except in full form.

TéMog €kBeong avaAuong
End of report
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