CADMION

ANAAYTIKO EPTAXTHPIO

EONIKHZ ANTIZTAZEQX 153 « KIATO KOPINGIAX 20200 « THA: 27420 22554 + FAX: 27420 22545 + E-MAIL: info@cadmion.gr, www.cadmion.gr
153 ETHNIKIS ANTISTASEOS STR ¢ KIATO KORINTHIA 20200 GREECE « TEL:+3027420 22554 « FAX:+3027420 22545 « E-MAIL: info@cadmion.gr, www.cadmion.gr

Kwdikég AvdAuong:
Code of analysis:

Mpog:

To:

Apuodiog
Representative:

AigvBuvon / TnAépwvo:
Address:

Meprypagn Aciyparog:
Sample Description:

Hplvia MapaAafig:
Date of sample receipt:

Kartdotaon Aciyparog - lMoooétnra:

Condition of sample - quantity:

O¢epuokpacia Trapalapig:
Temperature of sample on receipt:

Hul/via avaAuong:
Date of analysis:

Aig§aywyn avaAloewv:
The analysis took place at:

AC16TIHOI KUpIOI,

EKOEZH ANAAYZHZ NEPOY
REPORT OF WATER ANALYSIS

26NN0690119

A.E.Y.A. ZIKYONION
D.E.Y.A. SIKYONION

K. Av. KoutooUKog
Mr. An. Koutsoukos

EBvikAg AvTioTaoewg 29, Kidto, 202 00 - 2742026490
Kiato, Korinthia, Greece

NEPO_AIKTYO YAPEYZHZ :KIATOKATQ AIMHNIO-MOYAKI-
MNAZIO_ZHMEIO AEIrMATOAHWIAZ:KENTPO YTEIAZ KIATOY

28/1/2019
Kavovikr (Regular)
9°C

28/1/2019

Epyaompio CADMION
CADMION Laboratory

Ogeiloupe va 0ag evNUEPWOOUNE OTI TO AVWTEPW OEIYUA TTOU TTAPAAGBAUE OTO EpYACTAPIO Pag, avaAuBnke
oUP@WVa PE TIG HEBOBOUG TTOU avaypd@OovTal GTOV TTIVOKA ATTOTEAECUATWY TTOU OKOAOUBEI.

Dear Sirs,

We would like to inform you that the above sample that we had received, was analyzed according to the methods reported tc

the following table.

A=IOAOIrHzH BAZEI NOMOOGEZzIAZ
EVALUATION ACCORDING TO LEGISLATION

To deiypa, cupewva pe To PEK 3282/B/19.09.2017 yia Tnv "MoidTnTa Tou
vepoU avOpwrivng KatavaAwong”, ivai:

The sample, according to the Greek legislation (JOURNAL OF THE HELLENIC
REPUBLIC 3282/B/19.09.2017, in accordance to Council Directive 98/83/EC) concerning

"Water quality for human consumption”, is:

Ev16g Twv TTpodiaypa@uwv

In compliance

H daiyparoAnyia éyive, cOp@wva pe Tnv odnyia epyaciag 01015, amwo:
Sampling was conducted, according to operation instruction 01015, from:

Mpoocwiké Tng CADMION
CADMION personnel

O XapakTnPIOPOG EVTOG/EKTOG TTPOBIAYPAPWY AVAPEPETAI HOVO OTIG TTAPAUETPOUG TTOU avOAUBNKav.
In compliance/Not in compliance refers only to the performed tests.

E 3311

H d1e00uvon Tou epyaoTnpiou
The manager of the laboratory

Fld\)VhE _I(i;(Kag - CEO
Yannis Ligas - CEO
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CADMION

ANAAYTIKO "EPTAXTHPIO

NMINAKAZ ANMOTEAEZMATQN
RESULTS TABLE

XHMIKH ANAAYZH
CHEMICAL ANALYSIS

NAPAMETPOZ ANOTEAEZMATA | MONAAEZ OPIA ME©OAOZ ANAAYZHZ
Parameter Results Units Limits Method of Analysis
PF:-IH* 78 Uc();/?gg()gcr))H 65-95 APHA 45?(;:;;2”012, 22nd
oS
e(')l'):;gi?it?/w 0.00 FTU ) APHA 21 E:a(;)it:%?]m, 22nd
OAagol‘:afﬁAaqgg;g;a * 280 mg CaCO3/L ) APHA 23;(;)“:%?]12, 22nd
ZKAgZT’gS;]aFﬁc:g : g;;o(‘é ;():a) ) 90 mg/L - APHA 3500-Ca-B
ZKI)\‘/IIL%?’]LZTS mMggémzis?(,(wNé?) ) 13 mg/L - APHA 3500-Mg-B
A)\ﬁgmwm 280 mg CaCO3/L i APHA 23;3&(:}12, 22nd
Avspanna €03 et mcscow .| Ao
Ofve Avipernd (1903 mea | mcwcow | A
17 YBpouios O s mcacow | .| Ao
)(C%t%ﬂ? 5.8 Hz - APHA 2120 C:2012
X"é”h‘l’(')‘:ig)ég ((Ccl:)') ’ <25 mg/L 250 MERCK 14897
) -
Nl\IliTtegt(gs((b:\lOO?)* 6.8 mg/L 50 MERCK 14773
N';lﬁng ((,\T 822)) ’ <0.050 mg/L 0.50 MERCK 14776
:rﬂ%“;x::ng":nm; 0.12 mg/L 0.50 MERCK 14752
q,F(:i)g(sp;hF;tKei ((E%:)) ’ <0.55 mg P205/L 5 MERCK 14848
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CADMION

ANAAYTIKO 'EPTAITHPIO

NMINAKAZ ANMOTEAEZMATQN
RESULTS TABLE

Juvéyeia amd mponyoduevn oeAida - Continuing from previous page

NMAPAMETPOZ ATMNOTEAEZMATA | MONAAEZX OPIA MEGOAOZX ANAAYZIHZ
Parameter Results Units Limits Method of Analysis

Sg;ggggs(gg) 4) 7.8 mg/L 250 MERCK 02532
St i 102 -
Xpwcﬁ:grﬁignogivég <0.010 mg/L ; MERCK 14758
X“"c':‘ggp(gr“) ’ <0.10 mg/L 2.0 MERCK 14767
Zia“ﬁ:’(fn(':e) ) <9 ug/L 200 MERCK 14761

lrj(g’rtgnsc; i(uKr% 0.3 mgll 12 APHA 35%(21-:;(:)2”012, 22nd

Ndsrgé?ug\la) 6 mg/L 200 APHA 350&%5012, 22nd

e mg 021 s

* O1 ouyKeKpIPEVEG HEBOBOI gival evTOg Tou ediou diatrioTeuong Tou gpyacTtnpiou kard EAOT EN ISO/IEC 17025:2005 (Ap18uég
MoTotroinTikou: 129-4/12.10.2018). H apyikn Siatrioteuon xopnynénke oTig 09.06.2003.

Specified methods are in the current scope of accreditation of CADMION Laboratory, under the terms of the ELOT EN ISO/IEC
17025:2005 standard (Certificate Number: 129-4/12.10.2018). The Hellenic Accreditation System granted CADMION Laboratory the first
accreditation certificate on 09.06.2003.

APHA: American Public Health Association, American Water Works Association, Water Environment Federation, "Standard Methods for the Examination of
Water and Wastewater, 21st Edition 2005.

MERCK: Internal validated method based on MERCK method with the given code.

MNa 1o epyaoThpio, O avaAuTig
For the laboratory, The analyst

AAegotrouAou AyyeAik - Xnuikog
Alexopoulou Aggeliki - Chemist

Ta amoreAéopata agpopolv pévo ota avaAuBévra Seiypara. To Tapov éviutro Sev atroTeAei éykpion poidvrog amé Tnv KAAMION.
The results concern only the analyzed samples. This report is not an approval for the product by CADMION.

To mapov Eviutro avaAuong Sev EMITPETETAI VA avaTrapaxBei Xwpig Tn ypaTrTh £yKpION TOU EpyaOTnpiou, Trapd pévo o€ TTARPN HOP®N.
This report of analysis cannot be reproduced without the written approval of CADMION Laboratory, except in full form.

TéAog ékBeong avaAuong
End of report
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